MINIMUM ELECTRIC CRITERIA/CONNECTIONS
For 120 volt hook-up:

· Minimum #14 extra hard usage rubber cord with 15 or 20 amp male cord cap and listed for wet locations
For 220 volt hook-up:

· 4 wire extra hard usage rubber cord (25 foot maximum) listed for wet locations

· If cord is smaller than #6, must be protected by breaker or fuses at the trailer rated for the size of cord used (i.e. #12 cord – 20 amps. #10 cord – 30 amp.; 

#8 cord - 40 amp.)

All rubber cords for hook-up shall be continuous and without splices or taps between the City hook-up and the vendor’s trailer.

All requirements are taken from Article 525 and Table 400.5(A) of the 2002 National Electrical Code. 

